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Airtight construction of energy efficient homes increasingly limits
the indoor and outdoor air exchange. Consequently, Volatile
Organic Compounds (VOC) and Formaldehyde can accumulate
to toxic levels. Formaldehyde is an eye and respiratory irritant
suspected as one of the inducing agents of asthma [1]. Exposure
to Formaldehyde has been linked to nasopharyngeal cancer and
leukemia [2]. This study evaluated the effects of increasing
ventilation rates through Energy Recovery Ventilator (ERV) in a
new home. The study objective is to determine the effects
of increasing ventilation rates on the concentrations of
Formaldehyde and the associated emission rates. The results
indicate that increasing ventilation rates effectively reduced
Formaldehyde concentrations. However, increasing ventilation
rates elevated the whole-house emission rates, which suggests
more Formaldehyde was brought out from materials. This effect
is expected to decline in the long term.
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Introduction
• Societies spend an average of 15-16 hrs/day indoors [3].
• Airtight home construction began in the 1990s to reduce
heating and cooling leakage.
• Formaldehyde is emitted mainly from pressed wood products,
but also in vinyl flooring, subfloor, carpets, and disinfectants [4].
• There is a need to evaluate the impact of increasing ventilation
on materials emission and indoor concentration.
Abstract
Results
Home Characteristics
• 1 year old, reconstructed
• Air tightness of 1.0 NL at ACH50 
(NL=Normalized Leakage, ACH=Air Changes per Hour)
• Fully furnished and occupied home
• Temperature controlled at 75ºF
• ERV was used to control ventilation in home
Active Sampling
Sample collected with syringe and PFT air bags
Placement of PDCB (only first floor) tracer
Placement of PMCH (only second floor) tracer
Aldehyde and VOC sampling sites
1st floor (left) and 2nd floor (right) with locations of PFT 
(perfluorocarbon tracer) emitter and sampling locations
VOCs ConcentrationsFigure 5.
Formaldehyde Emission RateFigure 4.
Figure 2.
Formaldehyde ConcentrationFigure 3.
Air sampling and analysis protocol Figure 1.
• The measured Formaldehyde concentration is not atypical of  
the levels in new homes (1-3 years) in the U.S. 
• Measured Formaldehyde levels between 18 and 24ug/m3
were above the chronic reference exposure level stipulated by 
the California Office of Environmental Health Hazard 
Assessment (OEHHA) for 8 hours occupational exposure.
Organization Formaldehyde Limit (ppb)
US EPA 500
WHO 100 
OEHHA 7
Recommended reference levels of Formaldehyde [5]
The following figures show the impact of ventilation rates on        
chemical concentrations and calculated emission rates: 
• Introducing ERV and subsequently increasing ventilation rates 
helps reduce Formaldehyde exposures.
• Similar trend has been shown in previous homes (results not 
reported here) and other ongoing project by the NRCC 
(preliminary results reported in Aubin et al, 2010 [6]).
• Results also indicate higher emission rates with ventilation.
• It is envisaged that emission would decrease with time and 
eventually reach a lower steady-state proportional to lower 
loading in materials.   
• Increasing ventilation rates is expected to reduce long-term 
Formaldehyde exposure.
• Notes from experiment: PFT technique have been 
successfully conducted to determine air exchange rates. 
Spatial variation was observed and caution is needed when 
distributing emitters to ensure good mixing.
Table 1.
